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Environmental Protection Agency § 264.195 

1981, may be used, where applicable, as guide-
lines for assessing the overall condition of 
the tank system.] 

(4) The owner or operator must main-
tain on file at the facility a record of 
the results of the assessments con-
ducted in accordance with paragraphs 
(i)(1) through (i)(3) of this section. 

(5) If a tank system or component is 
found to be leaking or unfit for use as 
a result of the leak test or assessment 
in paragraphs (i)(1) through (i)(3) of 
this section, the owner or operator 
must comply with the requirements of 
§ 264.196. 

[51 FR 25472, July 14, 1986; 51 FR 29430, Aug. 
15, 1986, as amended at 53 FR 34086, Sept. 2, 
1988; 71 FR 16905, Apr. 4, 2006; 71 FR 40273, 
July 14, 2006] 

§ 264.194 General operating require-
ments. 

(a) Hazardous wastes or treatment 
reagents must not be placed in a tank 
system if they could cause the tank, its 
ancillary equipment, or the contain-
ment system to rupture, leak, corrode, 
or otherwise fail. 

(b) The owner or operator must use 
appropriate controls and practices to 
prevent spills and overflows from tank 
or containment systems. These include 
at a minimum: 

(1) Spill prevention controls (e.g., 
check valves, dry disconnect cou-
plings); 

(2) Overfill prevention controls (e.g., 
level sensing devices, high level 
alarms, automatic feed cutoff, or by-
pass to a standby tank); and 

(3) Maintenance of sufficient 
freeboard in uncovered tanks to pre-
vent overtopping by wave or wind ac-
tion or by precipitation. 

(c) The owner or operator must com-
ply with the requirements of § 264.196 if 
a leak or spill occurs in the tank sys-
tem. 

§ 264.195 Inspections. 
(a) The owner or operator must de-

velop and follow a schedule and proce-
dure for inspecting overfill controls. 

(b) The owner or operator must in-
spect at least once each operating day 
data gathered from monitoring and 
leak detection equipment (e.g., pres-
sure or temperature gauges, moni-
toring wells) to ensure that the tank 

system is being operated according to 
its design. 

[NOTE: Section 264.15(c) requires the owner 
or operator to remedy any deterioration or 
malfunction he finds. Section 264.196 requires 
the owner or operator to notify the Regional 
Administrator within 24 hours of confirming 
a leak. Also, 40 CFR part 302 may require the 
owner or operator to notify the National Re-
sponse Center of a release.] 

(c) In addition, except as noted under 
paragraph (d) of this section, the owner 
or operator must inspect at least once 
each operating day: 

(1) Above ground portions of the tank 
system, if any, to detect corrosion or 
releases of waste. 

(2) The construction materials and 
the area immediately surrounding the 
externally accessible portion of the 
tank system, including the secondary 
containment system (e.g., dikes) to de-
tect erosion or signs of releases of haz-
ardous waste (e.g., wet spots, dead 
vegetation). 

(d) Owners or operators of tank sys-
tems that either use leak detection 
systems to alert facility personnel to 
leaks, or implement established work-
place practices to ensure leaks are 
promptly identified, must inspect at 
least weekly those areas described in 
paragraphs (c)(1) and (c)(2) of this sec-
tion. Use of the alternate inspection 
schedule must be documented in the fa-
cility’s operating record. This docu-
mentation must include a description 
of the established workplace practices 
at the facility. 

(e) Performance Track member fa-
cilities may inspect on a less frequent 
basis, upon approval by the Director, 
but must inspect at least once each 
month. To apply for a less than weekly 
inspection frequency, the Performance 
Track member facility must follow the 
procedures described in § 264.15(b)(5). 

(f) Ancillary equipment that is not 
provided with secondary containment, 
as described in § 264.193(f)(1) through 
(4), must be inspected at least once 
each operating day. 

(g) The owner or operator must in-
spect cathodic protection systems, if 
present, according to, at a minimum, 
the following schedule to ensure that 
they are functioning properly: 
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